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Abstract—This paper presents the development and experi-
mental results of a supervisor strategy and a sliding mode control
setup to improve the performance of hybrid generation systems.
The topology in this work is conformed by a core, comprising a
Fuel Cell Module and a Supercapacitor Module, in combination
with an Alternative Energy Source Module and an electrolyzer.
In particular, a wind power turbine is considered as alternative
power source, to attain a hybrid generation system fully relying
on renewable energy. Firstly, a supervisor strategy is proposed
to manage the power flows of the subsystems and coordinate
the system as a whole. Subsequently, a sliding mode control
setup for combined operation of the DC/DC power converters
of the Fuel Cell/Supercapacitor core is presented to track the
power references synthesized by the supervisor control. Both
control levels, supervisor strategy and sliding mode controllers,
are implemented and assessed through extensive experimental
tests, under different wind conditions and heavy load changes.
Index Terms—Hybrid Systems, Fuel cells, Wind power genera-
tion, Supercapacitors, Sliding Mode Control, Supervisor Control
I. INTRODUCTION
In the last few years, hybrid generation systems (HGS)
have become an important research field all over the world.
In particular, renewable energy hybrid systems are of special
interest, thrusted by the increasing environmental awareness
and fossil fuels depletion. In this area, fuel cell-based systems
emerge as an excellent choice due to its high efficiency and
long term operation [1], [2], [3]. Among them, those involving
PEM fuel cells have been extensively studied in both mobile
[4], [5], [6] and stationary applications [7], [8], [9], [10].
One of the key issues when dealing with PEM fuel cell-
based hybrid systems, is to avoid fast changes of the stack
current, to prevent irreversible damage to the membranes. To
this end, a fast response power module must be integrated into
the HGS. In particular, supercapacitors based power modules
emerge as an efficient solution [11], [12], [13].
In order to accomplish a generation system fully rely-
ing on renewable energy, a sustainable hydrogen production
approach is required. In this sense, the incorporation of a
wind energy conversion systems (WECS) and an electrolyzer
has demonstrated to be a versatile combination [14]. This
topology allows to store the wind energy surplus to use it
when it is required (see a block schematic in Fig. 1). Such
hybrid system, involving manifold sinks and sources, must be
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comprehensively controlled and supervised to ensure a proper
operation of the overall system and its constituent subsystems.
The supervisor strategy and dedicated sliding mode controllers
(SMC) for a fuel cell-based HGS developed in this paper
proved to be a proficient solution for such task.
The article is organized as follows. Section II presents
the complete system and subsystems descriptions. In Section
III the supervisor strategy is proposed and the sliding mode
controllers of the DC/DC converters are designed. In Section
IV, the controllers implementation and experimental results
under different operating conditions are presented. Finally, in
Section V, conclusions are given and discussed.
II. SYSTEM DESCRIPTION
A. Hybrid Generation System Topology
This subsection introduces a general description of the
hybrid generation system topology under study. The core of
the system comprises a Fuel Cell Generation Module (FCGM)
and a Supercapacitor Bank Module (SCBM). The former is
based on a PEM fuel cell stack fed with pure hydrogen and
air.
The FCGM is connected to a DC bus through a unidirec-
tional DC/DC boost converter, in order to adapt the different
voltage values (see an schematic of the complete system in Fig.
1). The SCBM is based on a supercapacitors bank, connetected
to the above mentioned DC bus through a bidirectional DC/DC
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Fig. 1. Hybrid System Block Diagram
converter. This power converter allows the supercapacitors to
deliver (discharge mode) or absorb (charge mode) energy.
Different alternative sources can be connected to the DC
bus in this hybrid topology. In particular, a Wind Energy
Conversion System is considered in this work. The alternative
energy source, attempts to satisfy the total power demand (i.e.,
load and supplementary devices of the system). If it is not
sufficient or the demand varies exceedingly fast, then active
action must be taken by the FCGM-SCBM core, to deliver the
required extra power.
In order to complete the hybrid system, an electrolyzer is
connected to the DC bus. The Electrolyzer System (ES) is
intended to produce the hydrogen to feed the FCGM tank,
when excess power is available from the alternative source. It
is important to remark that the ES includes all the subsystems
needed to produce, compress and store the hydrogen into the
tank. Also note that without loss of generality the load is con-
sidered to be directly connected to the DC bus. Nonetheless,
AC loads can be contemplated as well by including a DC/AC
power converter.
B. Hybrid Test Station Technical Description
The actual HGS used in this paper is a versatile hybrid test
station specially developed for control design and experimental
evaluation in the Fuel Cell Laboratory at the Institut de
Robo´tica i Informa`tica industrial (CSIC-UPC). The FCGM is
based on a Nexar fuel cell generation system from Ballardr.
This stack is capable to deliver up to 1.2 kW to a DC load
with unregulated output voltage. The maximum rated power is
obtained when the output current reaches 46 A at a nominal
output voltage of 26 V . The open circuit voltage under regular
conditions is about 48 V . To prevent that the switched current
of the converter affects the Fuel Cell operation, a low-pass
filter with a cutoff frequency of 500 Hz is set between the
Nexar and de DC/DC power converter.
The SCBM is based on a Maxwellr 165 F supercapacitors
bank, with a rated voltage of 48 V and a rated constant
current of 98 A. Both DC/DC power converters are built using
two columns of IGBT’s of a Semikronr three-phase inverter.
The maximum switching frequency is 20kHz, the maximum
voltage is 400 V and the maximum mean current is 75 A.
The inductor of each converter is of 35 µHy and the DC bus
capacitance is 2720 µF .
A programmable power source is connected to the DC bus
to emulate different Alternative Source Modules of the test
bench. It is a NL Source-Sink of Ho¨cherl & Hackl GmbHr.
The maximum voltage is 80 V and it can deliver up to 3.2 kW .
In this paper, the programmable source is used to emulate the
Wind Energy Conversion System, as indicated in the previous
section.
The test bench also has a programmable ZL Electronic DC
load, also of Ho¨cherl & Hackl GmbHr, that can reach 80 V
and a maximum constant power of 3.4 kW and a peek power
of 3.4 kW . It represents the system external load and currently,
it is also in charge of emulating the variable power demand
of the ES.
III. CONTROL DESIGN
This section presents the two-levels control setup developed
for the HGS. The upper level of the control hierarchy is
a supervisor control strategy that globally handles the HGS
power flows. The lower level corresponds to dedicated sliding
mode controllers for the FCGM-SCBM subsystems.
A. Upper Level: Supervisor Control Strategy:
The main objective of the HGS is to adequately satisfy the
external load demand. Additionally, provided that spare power
is available from the alternative energy source, secondary
objectives are to maintain the SCBM charged at a desired
voltage and to generate hydrogen if the tank is not full.
Then, the following supervisor control strategy is proposed to
calculate the coordinated power references for each module
of the HGS (the schematic flow diagram in Fig. 2 helps
the understanding of the subsequent explanation. The power
names used in the flow chart are itemized in Table I).
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Fig. 2. Supervisor Strategy Flow Diagram
Ptot,r Total power demand to the DC bus
PL External load demand
PEref ES power reference
PSC,r Power required to recharge the SCBM
PW,max Actual maximum available power
PWref WECS power reference
PFCref FCGM power reference
PW WECS power
PE ES power
PFC FCGM power
TABLE I
POWER NAMES IN THE FLOW DIAGRAM OF FIG. 2
Firstly, the WECS power reference must be obtained. To
this end, the total power demand to the DC bus is computed:
Ptot,r = PL + PEref + PSC,r, (1)
where PL is the external load demand, PEref is the ES power
reference and PSC,r is the power required to recharge (or dis-
charge) the SCBM, depending on the desired supercapacitors
voltage value. Note that, in accordance with Fig. 1, all the
powers are referred to the DC bus side.
If the available power of the wind energy module is higher
than Ptot,r, then the WECS must satisfy the total demand
Ptot,r. Conversely, when the available wind power is lower
than Ptot,r, the WECS should deliver its maximum available
power, therefore:
PWref =
{
PW,max PW,max < Ptot,r
Ptot,r PW,max ≥ Ptot,r
, (2)
where PWref is the WECS power reference and PW,max is the
actual maximum available power, function of the wind speed.
Regarding the ES, its power reference is determined consid-
ering the amount of hydrogen in the tank and the availability
of extra wind power. In other words, if the tank is full, the
electrolyzer must not produce any hydrogen. Conversely, when
the tank is not full, the ES reference PEref should be equal to
the excess of wind power, limited to the maximum admisible
power. So, considering the wind power balance:
PW,bal = PW − PL − PSC,r, (3)
where PW is the actual WECS power delivered to de DC bus,
V olH2 and V olH2,max are the actual and maximum hydrogen
volume in the tank respectively, the ES power reference can
be posed:
PEref =


0 V olH2 ≥ V olH2,max or PW,bal < 0
PW,bal 0 ≤ PW,bal ≤ PE,max
PE,max else
(4)
where PE,max is the maximum power that can be processed
by the ES.
The computation of the SCBM charge/discharge power
PSC,r is based on the supercapacitors bank voltage:
PSC,r = Kch,p · (VSCref − vSC) + ze, (5)
where:
z˙e = Kch,i · (VSCref − vSC), (6)
and VSCref is the supercapacitors voltage reference, vSC the
supercapacitors voltage, and Kch,p and Kch,i are gains that
should be designed to obtain the desired charge/discharge
dynamics, in order to avoid overloading of the power sources.
For instance, an extremely high value of Kch,p would result in
a rapid charge of the supercapacitors bank, but at the expense
of producing high power demand to the sources.
Next, the FCGM power reference to be used in the subse-
quent SMC is computed taking into account the load power
demand that cannot be satisfied by the WECS. It is important
to stress that while the FCGM is delivering power, the ES must
not be operative, in order to maximize the overall efficiency
of the whole system. So, the FCGM reference results:
PFCref =
{
−PW,bal PW,bal < 0
0 else
. (7)
Finally, the SCBM power reference required for the sliding
surface in the following subsection is obtained from the power
balance in the DC bus:
PSCref = PL + PE − PW − PFC , (8)
where PE , PW and PFC are the ES, WECS and FCGM power
respectively.
Note that in stationary state (i.e. when all modules have
reached their references power values) the power reference
equals the charge/discharge power 5:
PSCref = PSC,r. (9)
B. Lower Level: FCGM/SCBM Core Sliding Mode Control
The previous section presented the supervisor control strat-
egy of the complete hybrid system that computes the power
references for the different modules. To track those references,
in this section, a sliding mode robust control set up is
developed to command the power converters of the FCGM
and the SCBM. In Fig. 3, a schematic circuit diagram of the
considered converters and subsystems is presented.
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Fig. 3. Hybrid System Circuit Diagram
Equations (10) to (13) represent the average model of the
system dynamics, considering losses in the converter induc-
tors:
i˙FC =
vFC
LFC
−
RLfc · iFC
LFC
−
vbus
LFC
· u1 (10)
i˙SC =
vSC
LSC
−
RLsc · iSC
LSC
−
vbus
LSC
· u2 (11)
v˙bus = −
i0
Cbus
+
iFC
Cbus
· u1 +
iSC
Cbus
· u2 (12)
v˙SC = −
iSC
CSC
(13)
where:
vFC = NFC · (Eoc −RFC · iFC −
−A · log(iFC)−m · exp(n · iFC)) (14)
is the output voltage of the FC as a function of iFC , and:
iFC , iSC the FCGM and SCBM current;
vbus, vSC the DC bus and SCBM voltage;
Cbus, CSC the DC bus and SCBM capacitance;
LFC , LSC the FCGM and SCBM converter inductances;
i0 the lumped current value of load, ES and
WECS subsystems, i.e.:
i0 = iL + iES − iW ; (15)
ui = 1− di the duty cycle of the control signal i. Note that
di ∈ [0, 1];
RLfc the FC converter inductor resistance;
RLsc the SCBM converter inductor resistance;
NFC the number of cells of the FC stack;
Eoc the open loop voltage of a cell;
RFC the linear resistance of the FC;
A the slope of the Tafel equation;
m, n constants of the mass transfer overvoltage equa-
tion.
Then, the sliding surfaces of both power converters are
designed, jointly considering the main objectives of the FCGM
and SCBM, as follows. The control algorithm must guarantee a
constant DC bus voltage and ensure that the FCGM generated
power tracks the reference computed by the supervisor control,
even under heavy load variations. The algorithm must also take
into account not only the value, but also the admisible rate of
change of the FCGM current. The latter should be bounded
to protect the device and extend its durability, given that fast
current changes may produce thermal stress at the catalyst
surface, decreasing the membrane lifetime.
In this way, the SCBM must complement the FCGM and
the WECS powers to adequately supply the load during fast
transient conditions. This requires that the SCBM converter
acts rapidly to reject the effect of abrupt load variations. After
the transient, the FCGM or the WECS must slowly recharge
the SCBM to a desired value.
Then, to design the FCGM/SCBM control setup in the
sliding mode framework, the aforementioned objectives and
restrictions are embedded in two complementary sliding sur-
faces, based on the power references supplied by the supervi-
sor control level.
1) FCGM Converter Sliding Surface:
The surface is designed to follow smooth power variations,
considering the FC current limitations mentioned above. In
stationary state, the FCGM must supply the power reference
given by the supervisor control or its maximum nominal value,
hence the proposed sliding variable is:
s1 = iFC − I˜FCref , (16)
where I˜FCref is the rate limited FCGM current reference, that
is, the current that the FCGM has to deliver to supply the
power reference PFCref (from (7)):
IFCref =
PFCref
vFC
, (17)
with a current slew rate limit set according to the maximum
rate of change allowed by the fuel cell system.
2) Supercapacitors Converter Sliding Surface:
The SCBM converter sliding surface must take into account
the FCGM current reference rate limitation and the slow
response of the WECS to track load power variations. This
means that the SCBM has to deal with the high frequency load
changes and ensure the power balance in the DC bus. These
goals can be attained by setting DC bus voltage regulation
as the control objective for the SCBM converter. To this end,
the sliding variable is designed with the DC bus voltage error
(vbus−Vbusref ) as first term. In addition, a current error term
is included in the surface to obtain a stable dynamics for
the converter, avoiding non-minimum phase behaviour due to
direct voltage regulation/tracking [15]:
s2 = (vbus − Vbusref ) + kbus · (iSC − I˜SCref ), (18)
where:
Vbusref is the bus voltage reference.
kbus is a positive surface gain selected to obtain a
desired close loop vbus dynamics.
I˜SCref is the SCBM current reference, calculated as:
I˜SCref =
P ∗SCref
vSC
(19)
where P ∗SCref is the SCBM power reference
computed in (8), referred to the supercapacitor
side of the converter.
3) Computation of the Control Action:
The first step in the design of the control actions is the
computation of the equivalent control, i.e. the continuous
control action required to maintain the system confined in the
sliding surface si = 0; i = 1, 2 [16].
Assuming a sliding mode switching strategy:
ui =
{
U+i (·) si > 0
U−i (·) si < 0
; i = 1, 2 (20)
where U+i (·) and U
−
i (·) are continuous functions, the equiva-
lent controls can be obtained by solving the equations s˙i = 0
for ui, with si = 0 [16].
For the case of the FCGM converter, neglecting the losses
in the converters inductors, results:
s˙1 = i˙FC − I˙FC,ref
=
vFC
LFC
−
vbus
LFC
· u1 − I˙FC,ref = 0, (21)
and consequently:
u1,eq =
vFC − LFC · I˙FC,ref
vbus
(22)
In the case of the SCBM converter, taking:
s˙2 = v˙bus + kbus · (i˙SC −
˙˜
ISCref ) = 0 (23)
and solving for u2, with s2 = 0, results:
u2,eq =
iFC
Cbus
· u1,eq − kbus ·
˙˜
ISC,ref(
kbus·vbus
LSC
−
iSC
Cbus
) +
+
kbus·vSC
LSC
−
i0
Cbus(
kbus·vbus
LSC
−
iSC
Cbus
) , (24)
where:
iSC =
Vbusref
kbus
−
vbus
kbus
+ I˜SCref . (25)
Then, the SMC for the converters are proposed as follows:
ui = ui,eq +Mi · sign(si), (26)
for i = 1, 2, with Mi ∈ [0, 1] the discontinuous actions
constants. These two-terms control actions allows to reduce the
chattering effect due to actual non-ideal operation, by steering
the system to the neighborhood of si = 0 with the continuous
term ui,eq and, hence, requiring a smaller discontinuous action
to ensure the existence of a robust sliding mode regime.
Particularly, in actual systems such as this application, Mi are
empirically tuned through experimental tests, aiming to attain
the maximum values, compatible with admissible chattering
requirements in real operation.
4) Implementation Issues:
The implementation of the proposed controllers in real HGSs
entails addressing several practical issues, depending on the
actual limitations of the available hardware/software set up.
In particular, for the experimental test station described in
subsection II-B, the calculations of the continuous control
terms ui,eq represent an exacting computational effort. There-
fore simple approximations, suitable for real-time operations,
can be obtained by evaluating (22) and (24) for the refer-
ences values, assuming negligible time derivatives and using
equations (8) and (15) for the latter. It yields the following
simplified continuous terms for implementation of the SM
control law (26):
u1,cont =
vFC
vbus
, (27)
u2,cont =
vSC
vbus
, (28)
turning theoretical (26) into implementable:
ui = ui,cont +Mi · sign(si), (29)
for i = 1, 2.
Likewise, referring PSCref to the supercapacitors side con-
sidering the converter losses (P ∗SCref in (19)) can also be a
time-consuming process and, additionally, a source of error in
the reference, due to model uncertainties. Then, to overcome
these issues, the following expression is proposed to compute
the SCBM current reference:
ISCref =
PSCref
vSC
+ zISC , (30)
where the first term corresponds to the ideal current reference
for the SCBM, directly obtained from the SCBM power
reference (8). The second one is an integral term, intended to
compensate the error introduced by the unmodeled converter
losses in the model:
z˙ISC = ki · (vbus − Vbus,ref ) (31)
where ki is the integral term gain.
It is also important to note that, for practical simplicity,
Mi are constants but they can be functions of iFC and iSC ,
respectively, to better take into account neglected resistive
losses and wide-range operating conditions.
5) Discontinuous Conduction FCGM Control Implementa-
tion:
The bidirectional SCBM converter always operates in continu-
ous conduction mode. However, under certain conditions, the
FCGM converter may enter periods of discontinuous opera-
tion. In those cases, the FCGM current becomes algebraically
dependent on the system states and the duty cycle u1, as
follows:
iFC =
Ts
2LFC
·
vFC · vbus
(vbus − vFC)
· (1− u1)
2
, (32)
where Ts is the switching period of the PWM control signal.
This algebraic relation means that during those periods
an order reduction occurs in the system (10)-(13) hence,
theoretically, the FCGM sliding surface and control law should
be redefined. However in practice, to avoid complex control
structure switching and to reduce the overall computational
cost, the control structure (29) can be maintained but with
a different continuous term. Instead of (27), in discontinu-
ous conduction mode, the following continuous control term
should be used:
u1,cont = 1−
√
2LFC
Ts
·
(vbus − vFC)
vFC · vbus
· IFCref . (33)
obtained from (32) evaluated for iFC = IFCref .
This equation is valid for iFC operating below the critical
current IFC,crit:
IFC,crit =
Ts
2LFC
· vFC · (1− u1) . (34)
which is the limit current between continuous and discontin-
uous conduction modes of the FCGM.
The calculation of u1,cont with equation (33) demands
a high on-line processing effort. So, for implementation in
actual systems such as the available experimental station, it
is important to reduce this computational load. To this end,
an approximation through a two segment piecewise linear
function is utilized. Fig. 4 shows an example of both curves
for the whole current range, including continuous conduction
mode.
IV. EXPERIMENTAL RESULTS
This section presents the experimental results of the pro-
posed HGS control setup, operating under variable wind
regime and exacting power demand. The control strategy was
firstly assessed through simulations considering up to 10%
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model parameters uncertainty. The simulation results were
highly satisfactory hence both, the supervisor and the sliding
mode controllers, were implemented in the experimental test
station. The reference values for the DC bus and SCBM
voltages were set at 75 V and 30 V , respectively.
The external load demand profile PL, implemented through
the programmable load, is presented in Fig. 5. This step series
was selected to drive the system through different operating
conditions that will be discussed in the sequel.
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Fig. 5. External Load Demand PL
A variable wind regime was assumed for the test. The result-
ing maximum available power PW,max that can be obtained
from the WECS module (emulated by the programmable
power source) is depicted in Fig. 6.
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Fig. 6. Maximum available power (PW,max), power reference (PWref )
and actual power (PW ) of the WECS
In the same figure, the WECS power reference computed by
the supervisor control, PWref , and the actual power generated
by the WECS, PW , are shown.
Note that between 130 and 150 sec (approximately), the
maximum available wind power is higher than the total power
demand Ptot,r (see (1)), so the WECS reference must be
limitated. A similar situation occurs around 920 sec. During
the rest of the time, the WECS is required to deliver its
maximum available power, as shown in Fig. 6.
The evolution of the electrolyzer power PE (emulated by
the programmable load in the tests) is displayed in Fig. 7. It
can be observed that, in accordance to the supervisor control,
at times when there is sufficient wind power, the electrolyzer
is active. This means that the external load, the electrolyzer
and the SCBM power requirements can be exclusively satisfied
by the WECS module. It can be noticed in spite of the wind
excess power PW,bal, the electrolyzer saturates at PE,max (see
(4)).
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Fig. 7. Electrolyzer Power PE
On the other hand, at times when the WECS power is not
sufficient to satisfy the total power demand Ptot,r, the FCGM
module is activated (see Fig. 8). Simultaneously, the ES is
turned off given that, for the sake of energy efficiency, the
operations of the FCGM and of the ES are mutually exclusive
(this specification can be briefly appreciated in several time
periods in the presented figures).
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Fig. 8. FCGM Power PFC
It is worth to stress that the FCGM current slew rate is being
limited to a safe value by the sliding mode control strategy, as
mentioned in Section III-B. Consequently, it is the SCBM who
is responsible of regulating the DC bus voltage in the presence
of abrupt load changes. It is capable to rapidly supply the load
or absorb the excess power in the DC bus, complementing the
slower fuel cell and WECS modules (see the PSC in Fig. 9).
As a result, the proposed control setup efficiently maintains
the DC bus voltage vbus within 2 % of the desired value (Fig.
10).
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Fig. 9. SCBM Power PSC
In Fig. 10, it also can be appreciated two zoomed areas.
Those curves show in detail the controller response to abrupt
load variations, obtaining a satisfactory voltage evolution.
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The relation between the FCGM voltage and current, in
accordance with equation (14), can be appreciated from Fig. 11
and Fig. 12. Besides, the latter clearly displays the aforemen-
tioned slew rate limitation implemented by the FCGM sliding
mode controller.
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Fig. 11. FCGM Voltage vFC
0 100 200 300 400 500 600 700 800 900 10000
5
10
15
20
25
30
 t [sec]
 
i F
C 
[A
]
 
 
320 330 340 3500
5
10
Fig. 12. FCGM Current iFC
Finally, the SCBM voltage and current are presented in Fig.
13 and Fig. 14, respectively. It can be seen in Fig. 13 that the
SCBM voltage VSC is maintained around the desired range of
30 V .
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Fig. 13. SCBM vSC
V. CONCLUSIONS
The theoretical design and implementation of a compre-
hensive control system specially intended for an autonomous
fuel cell-based hybrid generation system have been thoroughly
presented in this paper. Both hierarchical control levels have
been introduced and analyzed in detail.
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Fig. 14. SCBM Current iSC
The proposed control setup upper level, or supervisory
strategy, proved to be a proficient reference generation tool to
efficiently coordinate the power interaction of the constituent
subsystem, namely the fuel cell/supercapacitor-bank (main
core of the HGS), the alternative energy module (emulating
a WECS), the electrolyzer and the external load. For its
part, the lower level constituted by dedicated sliding mode
controllers for the DC-DC converters, also demonstrated its
capability to robustly control the power flow and regulate the
DC bus voltage, even in the presence of model uncertainties
and external disturbances.
It is important to remark that, even though the two-levels
control set up developed in this work is tailored to the
specific HGS station available in the Institut de Robo`tica i
Informa`tica industrial (CSIC-UPC), its applicability is wide-
ranging and can be implemented with minor modifications in
many different HGS with analogous modular topologies.
Furthermore, in addition to the theoretical design guidelines,
several pointers and comments have been provided, aiming
to facilitate its practical realization when dealing with actual
hardware and processing limitations.
Finally, it is worth to stress that, after a rigorous simula-
tion phase, the whole control system was implemented and
assessed in a test bench, under highly variable load demand
and wind conditions. The successful results obtained show the
suitability of the proposed control system to robustly deal with
real HGS submitted to exacting operating conditions.
As future work, two main lines are being considered by
the authors. Regarding the upper level, different control ap-
proaches, particularly Model Predictive Control techniques,
will be explored in order to enhance the features of the
proposed supervisor strategy. On the other hand, high order
sliding mode controllers will be designed, implemented and
assessed aiming to improve the performance of the dedicated
controllers for each module.
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